
 

 

Forty-eighth Legislature CMMA 
Second Regular Session H.B. 2615 
 

PROPOSED 
 

HOUSE OF REPRESENTATIVES AMENDMENTS TO H.B. 2615 
 

(Reference to printed bill) 
 

Strike everything after the enacting clause and insert: 1 
"Section 1.  Title 9, chapter 4, article 6.4, Arizona Revised Statutes, 2 

is amended by adding section 9-468, to read: 3 
9-468.  Solar construction permits; standards; maximum fees 4 
A.  MUNICIPALITIES SHALL ADOPT THE FOLLOWING STANDARDS FOR ISSUING 5 

PERMITS FOR THE USE OF CERTAIN SOLAR ENERGY DEVICES: 6 
1.  FOR SINGLE-FAMILY RESIDENTIAL CONSTRUCTION WITH SOLAR PHOTOVOLTAIC 7 

SYSTEMS THAT ARE INTENDED TO CONNECT TO A UTILITY SYSTEM, THE FOLLOWING 8 
APPLY: 9 

(a)  THE LOCATION OF THE PHOTOVOLTAIC SYSTEM INSTALLATION SHALL BE 10 
INDICATED ON THE CONSTRUCTION PLANS, INCLUDING THE ROOF PLAN AND ELEVATION. 11 

(b)  PHOTOVOLTAIC PANEL MOUNTING DETAILS SHALL BE INCLUDED IN THE 12 
INSTALLATION PLANS. 13 

(c)  THE ELECTRICAL DIAGRAMS SHALL INCLUDE ONE-LINE AND THREE-LINE 14 
DIAGRAMS. 15 

(d)  FOR DIRECT CURRENT TO ALTERNATING CURRENT CONVERSIONS, THE CUT 16 
SHEET AND LISTINGS FOR INVERTERS SHALL BE INCLUDED IN THE PLANS. 17 

(e)  CONSTRUCTION PLAN NOTES SHALL REQUIRE THAT THE INSTALLATION BE 18 
COMPLETED IN COMPLIANCE WITH STANDARD 690 OF A NATIONAL ELECTRICAL CODE AND 19 
THAT WARNING SIGNS SHALL COMPLY WITH STANDARDS OF A NATIONAL ELECTRICAL CODE. 20 

2.  FOR SINGLE FAMILY RESIDENTIAL SOLAR WATER HEATING SYSTEMS, THE 21 
FOLLOWING APPLY: 22 

(a)  THE LOCATION OF THE SOLAR PANEL SYSTEM SHALL BE INDICATED ON THE 23 
CONSTRUCTION PLANS, INCLUDING THE ROOF PLAN AND ELEVATION, AND SHALL INCLUDE 24 
MOUNTING DETAILS FOR PANEL INSTALLATION. 25 

(b)  CONSTRUCTION PLAN NOTES SHALL INCLUDE A REQUIREMENT THAT SOLAR 26 
WATER HEATING EQUIPMENT BE INSTALLED IN COMPLIANCE WITH APPLICABLE PLUMBING 27 
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CODES AND AS PRESCRIBED BY A SOLAR RATING AND CERTIFICATION CORPORATION AND 1 
ANY GUIDELINES ADOPTED BY THIS STATE. 2 

(c)  PERMIT FEES AND THE PERMIT PROCESS FOR INSTALLATION OF SOLAR WATER 3 
HEATING SYSTEMS SHALL BE SUBSTANTIALLY SIMILAR TO THOSE FOR A DOMESTIC WATER 4 
HEATER REPLACEMENT THAT IS NOT A SOLAR ENERGY DEVICE. 5 

B.  MUNICIPALITIES SHALL NOT CHARGE MORE THAN THE FOLLOWING FEES FOR 6 
BUILDING PERMITS FOR SOLAR ENERGY SYSTEM CONSTRUCTION: 7 

1.  TWO HUNDRED DOLLARS FOR RESIDENTIAL GRID TIED PHOTOVOLTAIC SYSTEMS 8 
OR A TOTAL OF THREE HUNDRED DOLLARS FOR THOSE PROJECTS REQUIRING A STRUCTURAL 9 
INSPECTION. 10 

2.  THE LESSER OF THIRTY DOLLARS PER KILOWATT INSTALLED OR TWENTY 11 
THOUSAND DOLLARS FOR NONRESIDENTIAL GRID TIED PHOTOVOLTAIC SYSTEMS. 12 

3.  ONE HUNDRED DOLLARS FOR RESIDENTIAL SOLAR WATER HEATING SYSTEMS OR 13 
ONE HUNDRED FIFTY DOLLARS FOR THOSE PROJECTS REQUIRING A STRUCTURAL 14 
INSPECTION. 15 

C.  MUNICIPALITIES SHALL NOT CHARGE REINSPECTION FEES OR REPERMITTING 16 
FEES EXCEEDING THE COST OF THE ORIGINAL PERMIT FEES FOR PROJECTS WITH EXPIRED 17 
PERMITS. 18 

D.  THE FEE LIMITATIONS CONTAINED IN SUBSECTION B OF THIS SECTION SHALL 19 
BE ADJUSTED ANNUALLY BY THE MUNICIPALITY TO THE NEAREST TEN DOLLARS BY THE 20 
PERCENTAGE CHANGE IN THE CONSUMER PRICE INDEX.  FOR THE PURPOSES OF THIS 21 
SUBSECTION, "CONSUMER PRICE INDEX" MEANS THE CONSUMER PRICE INDEX FOR ALL 22 
URBAN CONSUMERS, UNITED STATES CITY AVERAGE, THAT IS PUBLISHED BY THE UNITED 23 
STATES DEPARTMENT OF LABOR, BUREAU OF LABOR STATISTICS. 24 

Sec. 2.  Title 11, chapter 2, article 9, Arizona Revised Statutes, is 25 
amended by adding section 11-323, to read: 26 

11-323.  Solar construction permits; standards; maximum fees 27 
A.  COUNTIES SHALL ADOPT THE FOLLOWING STANDARDS FOR ISSUING PERMITS 28 

FOR THE USE OF CERTAIN SOLAR ENERGY DEVICES: 29 
1.  FOR SINGLE-FAMILY RESIDENTIAL CONSTRUCTION WITH SOLAR PHOTOVOLTAIC 30 

SYSTEMS THAT ARE INTENDED TO CONNECT TO A UTILITY SYSTEM, THE FOLLOWING 31 
APPLY: 32 
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(a)  THE LOCATION OF THE PHOTOVOLTAIC SYSTEM INSTALLATION SHALL BE 1 
INDICATED ON THE CONSTRUCTION PLANS, INCLUDING THE ROOF PLAN AND ELEVATION. 2 

(b)  PHOTOVOLTAIC PANEL MOUNTING DETAILS SHALL BE INCLUDED IN THE 3 
INSTALLATION PLANS. 4 

(c)  THE ELECTRICAL DIAGRAMS SHALL INCLUDE ONE-LINE AND THREE-LINE 5 
DIAGRAMS. 6 

(d)  FOR DIRECT CURRENT TO ALTERNATING CURRENT CONVERSIONS, THE CUT 7 
SHEET AND LISTINGS FOR INVERTERS SHALL BE INCLUDED IN THE PLANS. 8 

(e)  CONSTRUCTION PLAN NOTES SHALL REQUIRE THAT THE INSTALLATION BE 9 
COMPLETED IN COMPLIANCE WITH STANDARD 690 OF A NATIONAL ELECTRICAL CODE AND 10 
THAT WARNING SIGNS SHALL COMPLY WITH STANDARDS OF A NATIONAL ELECTRICAL CODE. 11 

2.  FOR SINGLE FAMILY RESIDENTIAL SOLAR WATER HEATING SYSTEMS, THE 12 
FOLLOWING APPLY: 13 

(a)  THE LOCATION OF THE SOLAR PANEL SYSTEM SHALL BE INDICATED ON THE 14 
CONSTRUCTION PLANS, INCLUDING THE ROOF PLAN AND ELEVATION, AND SHALL INCLUDE 15 
MOUNTING DETAILS FOR PANEL INSTALLATION. 16 

(b)  CONSTRUCTION PLAN NOTES SHALL INCLUDE A REQUIREMENT THAT SOLAR 17 
WATER HEATING EQUIPMENT BE INSTALLED IN COMPLIANCE WITH APPLICABLE PLUMBING 18 
CODES AND AS PRESCRIBED BY A SOLAR RATING AND CERTIFICATION CORPORATION AND 19 
ANY GUIDELINES ADOPTED BY THIS STATE. 20 

(c)  PERMIT FEES AND THE PERMIT PROCESS FOR INSTALLATION OF SOLAR WATER 21 
HEATING SYSTEMS SHALL BE SUBSTANTIALLY SIMILAR TO THOSE FOR A DOMESTIC WATER 22 
HEATER REPLACEMENT THAT IS NOT A SOLAR ENERGY DEVICE. 23 

B.  COUNTIES SHALL NOT CHARGE MORE THAN THE FOLLOWING FEES FOR BUILDING 24 
PERMITS FOR SOLAR ENERGY SYSTEM CONSTRUCTION: 25 

1.  TWO HUNDRED DOLLARS FOR RESIDENTIAL GRID TIED PHOTOVOLTAIC SYSTEMS 26 
OR A TOTAL OF THREE HUNDRED DOLLARS FOR THOSE PROJECTS REQUIRING A STRUCTURAL 27 
INSPECTION. 28 

2.  THE LESSER OF THIRTY DOLLARS PER KILOWATT INSTALLED OR TWENTY 29 
THOUSAND DOLLARS FOR NONRESIDENTIAL GRID TIED PHOTOVOLTAIC SYSTEMS. 30 
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3.  ONE HUNDRED DOLLARS FOR RESIDENTIAL SOLAR WATER HEATING SYSTEMS OR 1 
ONE HUNDRED FIFTY DOLLARS FOR THOSE PROJECTS REQUIRING A STRUCTURAL 2 
INSPECTION. 3 

C.  COUNTIES SHALL NOT CHARGE REINSPECTION FEES OR REPERMITTING FEES 4 
EXCEEDING THE COST OF THE ORIGINAL PERMIT FEES FOR PROJECTS WITH EXPIRED 5 
PERMITS. 6 

D.  THE FEE LIMITATIONS CONTAINED IN SUBSECTION B OF THIS SECTION SHALL 7 
BE ADJUSTED ANNUALLY BY THE COUNTY TO THE NEAREST TEN DOLLARS BY THE 8 
PERCENTAGE CHANGE IN THE CONSUMER PRICE INDEX.  FOR THE PURPOSES OF THIS 9 
SUBSECTION, "CONSUMER PRICE INDEX" MEANS THE CONSUMER PRICE INDEX FOR ALL 10 
URBAN CONSUMERS, UNITED STATES CITY AVERAGE, THAT IS PUBLISHED BY THE UNITED 11 
STATES DEPARTMENT OF LABOR, BUREAU OF LABOR STATISTICS." 12 

Amend title to conform 13 
 

 
        LUCY MASON 
 
 
2615-se-mason 
2/22/08 
2:05 PM 
H:jjb 
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